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PRODUCT ADVISORY LETTER (PAL) 
 

PRODUCT ADVISORY LETTER NO.:  C046-16004 

DATE:  Nov 4, 2016  

AFFECTED PRODUCT(S):  Ametek/Pulsar Carrier Accessories - 50/100W Linear Power Amps and    

2-RU Hybrids 

AFFECTED UNIT(S):  All LPA50 and LPA100s. See table below for affected 2-RU Hybrids. 

Hybrid Type Part Number Description 

H1RB (2-RU) 6266D72G05 Resistive Hybrid (50 Ω) 

H1RB-40 (2-RU) 6266D72G07 Resistive Hybrid (50 Ω) - 40 watt (20W each input) 

H1SB (2-RU) 1609C45G01 Skewed Hybrid (50 Ω)  

H1SB-R (2-RU) 1609C45G03 Skewed Hybrid (50 Ω) w/ 50 Ω Resistor on RX Port 
 

DISCONTINUANCE NOTICE:  As of January 30, 2018 the above mentioned products and 

associated modules will no longer be manufactured. Last time orders must be received by Nov. 30, 

2017. 

RECOMMENDATION:  AMETEK recommends all customers desiring 50/100W LPAs (Linear Power 

Amps) migrate to the new Ametek/Pulsar LPA-2 version which will be available for shipping Q1 of 2017. 

Ametek also recommends that customers using the above mentioned hybrids migrate to the new 1-RU 

hybrids. The new products have more features and are functionally compatible. Ametek will provide all 

required documentation and customer service to make this transition seamless for our customers. 

Ordering information and user documentation for the 1-RU hybrids is already available from our 

www.ametekpower.com website and soon will be available for the new LPA-2 50/100W PLC Amps. Any 

concerns or requests for quotes on these items may be addressed to sales.pulsar@ametek.com or by 

calling 1-800-785-7274 and referring to this PAL notice. 
 

 

 

NERC CIP NOTICE:  No CIP related advisories have ever been issued for these products as they 

have no communication ports. 
 

 

REPAIRS/TECHNICAL SUPPORT:  Ametek will continue to repair and give technical support to the 

above product lines for at least 7 years from the date of this notice. Advance replacements for failed 

units will continue to be available for at least 3 years from the date of this notice.  

TECHNICAL DETAILS:  The 50/100W LPAs obsolescence decision was made based on the recent 

obsolescence of the TC-10B/TCF-10B product line and the fact that the present 50/100W LPAs heavily 

utilizes modules from this product line, along with our desire to modernize the 50/100W LPAs. The new 

LPA-2 50/100W PLC Amps will use less RU space and run more efficient than the present design and 

consequently the modules in the present design will not be useable in the new design. Ordering 

information for the new 50/100W Linear Power Amps will be announced later in the year via email and 

will be very similar to the present design and completely interchangeable functionally with the present 

design. 

The 2-RU Hybrid obsolescence decision was made based on our desire to reduce rack space, increase 

user friendliness for test and access, and basically modernize this old design. 
 

We appreciate all the loyal customers for these products and are confident that the new LPA-2 50/100W 

PLC Amps and the new 1-RU Hybrids will provide an effortless transition to the next generation of 

Power Line Carrier accessories.                                                                                            PAL: C046-16004 
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